NOTES:

INSTALL A 24°X20°X8" FIBREGLASS
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RSC SO THAT IT IS IN THE BOTTOM OF THE TRENCH.
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IS UNKNOWN. FIELD INVESTIGATE
OR REPLACE ANY WRING AS NEEDED.
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PROVIDE AS-BULTS 10 DIcK

AND EMH-338 AND PROVDE
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NEW TRENCH & EXCAVATION
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EMH-33 —--E-— TMH-513

NEW J-BOX
FROM EMH-33
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